T oro, DC T pad, OC T Br, DC

10 65 43
9 65 43

8 65 43

7 65 43

6 65 43

5 65 43

4 65 43

3 65 43

2 65 43

1 65 43

0 65.8 43.6
-1 66.6 44.2
-2 67.2 45.8
-3 68 46.4
-4 68.8 47
-5 69.6 47.6
-6 70.4 48.2
-7 71.2 48.8
-8 72 49.4
-9 72.8 50
-10 73.6 50.6
-11 74.4 51.2
-12 75.2 51.8
-13 76 52.4
-14 76.8 53
-15 77.6 53.6
-16 78.4 54.2
-17 79.2 54.8
-18 80 55.4
-19 80.8 56
-20 81.6 56.6
-21 82.5 57.2
-22 83.6 57.8
-23 85 58.5
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Sudaré: katiliniy virSininkas
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TVIRTINU
UAB Plungeés Silumos

.o p. st

UAB Plungés Silumos tinklai
2023/2024 m. sildymo sezono 3ilumnesio parametry grafikas, Plungés rajono kaimykatilinems, dirban&ioms pagal
temperatirinj rezima

Skaiciuotina patalpy temperatira 18 °C
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s T pad, oC
wwnT gr, oC
8 6 4 2 0 -2 -4 -6 -8 -10 -12 -14 -16 -18 -20 -22
0
Toro [€C]

Paulius C8upokas




